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See Pub. No. 34-4051-04

Airflow Measurement

for detailed information

Measurement(s) to be made in a Horizontal Plane of a, b, c, & d. 

2 to 4 readings averaged may be required for a reliable reading.

Pressure between Furnace and coil

 


